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Abstrak 
 
Pemanasan global menjadi salah satu ancaman terbesar bumi akhir-akhir 
ini. Pemanasan global dipicu oleh menipisnya lapisan ozon maupun adanya gas-
gas efek rumah kaca di atmosfer. Oleh karena itu, perlu dilakukan pengkajian 
alternatif refrigeran halokarbon dengan menggunakan refrigeran hidrokarbon 
(HC) yang mempunyai GWP kecil (3, CO2=1). Penggunaan pipa kapiler disini 
memberikan keuntungan dari segi finansial dan kemudahan dalam pengaplikasian. 
Sehingga tujuan mendapatkan sistem refrigerasi yang ramah lingkungan dan 
simpel dapat terpenuhi 
Pengujian eksperimental performa sistem refrigerasi dengan menggunakan 
halokarbon HFC R-134a telah dilakukan. Tujuan dari penelitian ini adalah 
mencari hubungan panjang pipa kapiler dengan efek refrigerasi (RE), koefisien 
prestasi refrigerasi (COP) dan faktor energi (EF) serta membandingkannya 
temperatur udara kondensor yang berbeda. Jumlah massa refrigeran yang 
dimasukkan ke sistem adalah 210g untuk HC. Penelitian dilaksanakan dengan 
variasi 4 tipe variasi panjang pipa kapiler dan 4 temperatur udara kondensor, 
sehingga terdapat 16 kombinasi untuk satu pengujian refrigeran. Setiap kombinasi 
diukur 21 data yang secara umum terdiri dari temperatur, tekanan, kecepatan 
aliran udara, kuat arus litrik dan tegangan listrik. Kemudian dicari tiga parameter 
utama performa sistem refrigerasi, yaitu RE, COP dan EF. Hasil yang diperoleh 
menunjukkan bahwa RE, COP dan EF akan semakin menurun seiring dengan 
kenaikan temperature kondensor. Panjang pipa kapiler yang optimal adalah 700 
mm. 
Kata kunci : performa, HC, pipa kapiler, penyerapan kalor, pelepasan kalor, RE, 
         COP, EF 
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Abstract 
 
Global warming is one of the biggest threats to earth nowadays. Global 
warming is triggered by the depletion of ozone layer and greenhouse effect 
gaseous in the atmosphere. Therefore, it is necessary to study the alternative of 
halocarbon refrigerants using hydrocarbon (HC) refrigerants that have a small 
GWP (3, CO2=1). The use of capillary tube gives financial benefit and ease in 
application. So, the purpose of getting environmental friendly and simple 
refrigeration system can be fulfilled. 
Experimental test of the performances on refrigeration system using 
halocarbon HFC R-134a has been done. The purpose of this research is not only 
to find a relationship of capillary tube length with refrigeration effect (RE), 
refrigeration coefficient of performance (COP) and the energy factor (EF), but 
also to compare them at The several air temperatures at condensor. The amount of 
refrigerant mass entered into the system is 210g for HC. The experiment is 
conducted with 4 variations of capillary tube length and 4 type stages of  air 
temperatures at condensor, so there are 16 combinations for the testing. Each 
combination is measured to 21 data which generally consist of temperature, 
pressure, air velocity, electricity currents and voltage. Then, three main 
parameters of refrigeration system performances, RE, COP and EF, will be 
calculated. The result shows that RE, COP and EF will decrease along with the 
increasing of air temperature at condensor. The optimal capillary tube length is 
700 mm. 
Keywords : performances,  hydrocarbon,  capillary tube,  heat absorption,  heat 
rejection, RE, COP, EF 
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